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ASBESTOS ABATEMENT
FLOOR PLAN

1/8"=1'-0"

VA Healthcare System of the Ozarks

JCH

ABATE ALL CROSS HATCHED AREAS
SQUARE FEET OF AREAS ARE SHOWN

NEGATIVE AIR PRESSURE EXHAUST WILL NOT BE POSSIBLE
RECIRCULATING FILTER SYSTEM WILL HAVE TO BE USED 

CLOSE DOORS
SEAL WITH VISQUEEN

CONSTRUCT   FREE STANDING
TEMPORARY   WALL

DON'T ATTACH    TO EXIST. WALLS

SEAL ALL HVAC RETURN AIR REGISTERS

CLOSE DOORS
SEAL WITH VISQUEEN


